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During this graduation project, a system for the automatic control of heating, 

lighting and ventilation of a production room based on an industrial controller was 

developed. During development, the existing automatic control systems were studied, as 

well as the analysis of programmable logic controllers. The selection of equipment for 

the system. A user program for the PLC was created in the TIA Portal software 

environment, as well as simulation and visualization of the system



 


